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DEMOLITION PLAN LEGEND:
PROJECT
SCOPE
NOTES: 1. SEE MECHANICAL DRAWINGS FOR PLUMBING, @ PROTECT EXISTING ELECTRICAL CHASE DURING ALL @ REMOVE EXISTING FLOOR FINISH AND BASE FROM REMOVE PORTION OF WALL AS REQUIRED FOR NEW OPENING.
HVAC AND FIRE PROTECTION DEMOLITION. I/ N CONSTRUCTION PHASES. ENTIRE ROOM TO TOP OF STRUCTURAL SLAB OR
2. SEE ELECTRICAL DRAWINGS FOR POWER, ! \\\\\\ REMOVE DOOR, FRAME AND HARDWARE SUBFLOOR AS REQUIRED FOR NEW CONSTRUCTION.
LIGHTING AND COMMUNICATIONS DEMOLITION. | REMOVE LEAD LINED WALLS AND DOORS. SEE PATCH AND LEVEL EXISTING FLOOR TO RECEIVE NEW REMOVE EXISTING DUMBWAITER IN ITS ENTIRETY THROUGH OUT
3. SEE ASBESTOS ABATEMENT DRAWINGS FOR ABATEMENT DRAWINGS AND SPECIFICATIONS. FLOOR FINISH AS SCHEDULED. LEVEL PER NEW THE PROJECT AREA
ABATEMENT WORK. @ FLOOR FINISH MANUFACTURER'S RECOMMENDATIONS.
REMOVE EXISTING CEILING SYSTEM, SUPPORTS, TIES PATCH EXISTING WALL AS REQUIRED TO RECEIVE
—Z——Z—7 TEMPORARY CONSTRUCTION PARTITION ’ ’ ’
© CONSTRUCTIO © AND RELATED EQUIPMENT. COORDINATE WITH NEW WALL BASE AS SCHEDULED.

TEMPORARILY SEAL DOORS DURING CONSTRUCTION
ELECTRICAL WORK ON REMOVAL AND/ OR

RELOCATION OF LIGHTS, CONDUIT, TIES, SUPPORTS
AND RELATED WIRING. COORDINATE WITH

APPROXIMATE AREA OF EXISTING DEPRESSED SLAB.
<s> REMOVE EXISTING FLOORING

; EXISTING TEMPORARY DOOR
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REMOVE INTERIOR PARTITION FROM FLOOR TO MECHANICAL ON REMOVAL OF DIFFUSERS, GRILLES REMOVE PORTION OF WALL AS REQUIRED FOR NEW Nowy,,
UNDERSIDE OF STRUCTURE ABOVE. PREPARE AND RELATED DUCTWORK AND EQUIPMENT. OPENING. PATCH AND PREPARE ADJACENT SURFACES KEY PLAN - BASEMENT
Zmzzzzzzzzi || ADJACENT SURFACES TO RECEIVE NEW CONTRACTOR SHALL VERIFY FIXTURES FOR SALVAGE TO MATCH EXISTING OR SCHEDULED FINISH. — %
CONSTRUGTION AND SCHEDULED FINISH. OR RELOCATION PRIOR TO COMMENCING TEMPORARILY PROTECT ADJACENT OCCUPIED AREAS
DEMOLITION. UNTIL WORK IS COMPLETED. TRUE
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~—— Remove existing CMU
or metal stud partition
completely
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DEMOLITION PLAN LEGEND:

NOTES: 1. SEE MECHANICAL DRAWINGS FOR PLUMBING,
HVAC AND FIRE PROTECTION DEMOLITION.
2. SEE ELECTRICAL DRAWINGS FOR POWER,
LIGHTING AND COMMUNICATIONS DEMOLITION.
3. SEE ASBESTOS ABATEMENT DRAWINGS FOR
ABATEMENT WORK.

REMOVE INTERIOR PARTITION FROM FLOOR TO
____________ UNDERSIDE OF STRUCTURE ABOVE. PREPARE
------------ ALL ADJACENT SURFACES TO RECEIVE NEW

CONSTRUCTION AND SCHEDULED FINISH.

I N\ REMOVE DOOR, FRAME AND HARDWARE

C—Z——Z—71 TEMPORARY CONSTRUCTION PARTITION

EXISTING TEMPORARY DOOR

PROTECT EXISTING ELECTRICAL CHASE DURING ALL
CONSTRUCTION PHASES.

REMOVE LEAD LINED WALLS AND DOORS. SEE ABATEMENT
DRAWINGS AND SPECIFICATIONS.

REMOVE EXISTING CEILING SYSTEM, SUPPORTS, TIES, AND RELATED
EQUIPMENT. COORDINATE WITH ELECTRICAL WORK ON REMOVAL
AND/ OR RELOCATION OF LIGHTS, CONDUIT, TIES, SUPPORTS AND
RELATED WIRING. COORDINATE WITH MECHANICAL ON REMOVAL OF
DIFFUSERS, GRILLES AND RELATED DUCTWORK AND EQUIPMENT.
CONTRACTOR SHALL VERIFY FIXTURES FOR SALVAGE OR
RELOCATION PRIOR TO COMMENCING DEMOLITION.

SO0

REMOVE EXISTING FLOOR FINISH AND BASE FROM ENTIRE ROOM TO
TOP OF STRUCTURAL SLAB OR SUBFLOOR AS REQUIRED FOR NEW
CONSTRUCTION. PATCH AND LEVEL EXISTING FLOOR TO RECEIVE
NEW FLOOR FINISH AS SCHEDULED. LEVEL PER NEW FLOOR FINISH
MANUFACTURER'S RECOMMENDATIONS. PATCH EXISTING WALL AS
REQUIRED TO RECEIVE NEW WALL BASE AS SCHEDULED.

APPROXIMATE AREA OF EXISTING DEPRESSED SLAB.

REMOVE PORTION OF WALL AS REQUIRED FOR NEW OPENING.
PATCH AND PREPARE ADJACENT SURFACES TO MATCH EXISTING OR
SCHEDULED FINISH. TEMPORARILY PROTECT ADJACENT OCCUPIED
AREAS UNTIL WORK IS COMPLETED.

REMOVE PORTION OF WALL AS REQUIRED FOR NEW OPENING.
PATCH AND PREPARE ADJACENT SURFACES TO MATCH EXISTING OR
SCHEDULED FINISH. TEMPORARILY PROTECT ADJACENT OCCUPIED
AREAS UNTIL WORK IS COMPLETED.

REMOVE EXISTING DUMBWAITER IN ITS ENTIRETY THROUGH OUT
THE PROJECT AREA

TEMPORARILY SEAL DOORS DURING CONSTRUCTION

REMOVE EXISTING FLOORING

REMOVE EXISTING WALL FINISHES. PREPARE WALLS FOR NEW
FINISHES

REMOVE EXISTING CEILING TILES AND GRID. PATCH WALLS AS
REQ'D.

O OO & OO O

A\ / \ 4. \ [

Seal perimeter (deck,
walls, floor) and all
penetrations

PROJECT
SCOPE

KEY PLAN - BASEMENT

IT
Patch existing ceilings @

temporary partitions

—~—— Paint as directed by COR

Construction Area Accessible to
Area Public

I+ 092900 - 5/8" GYP BD both sides on,
09 22 16 - 3 5/8" Metal studs @ 24" o.c.

Notes:

1. See also 01 00 00 General Requirements.

2. Contractor to frame around existing duct work,
pipes, etc. that interfere with temporary partition.

Temporary Partition Section
3/8" = 1'-0"

DEMOLITION GENERAL NOTES:

A. REFER TO SPECIFICATIONS SECTION 024100 "DEMOLITION" FOR ADDITIONAL REQUIREMENTS AND
INFORMATION.

B. PROJECT SCOPE IS INDICATED FOR GENERAL INTENT ONLY. ADDITIONAL DEMOLITION WILL BE
REQUIRED INSIDE AND OUTSIDE THIS LINE. ARCHITECTURAL DEMOLITION DRAWINGS ARE FOR SCHEMATIC
PURPOSES.

C. CONTRACTOR SHALL CONSTRUCT AND MAINTAIN AT ALL TIMES TEMPORARY PARTITIONS IN
ACCORDANCE WITH DETAIL 3. TEMPORARY PARTITIONS SHALL BE LOCATED TO SEPARATE ALL OWNER
OCCUPIED AREAS FROM CONSTRUCTION AREAS . ALSO SEE PHASING DRAWINGS FOR ADDITIONAL
REQUIREMENTS, RE: TEMPORARY PARTITIONS.

D. COORDINATE ALL NEW PENETRATIONS AND/OR OPENINGS WITH OTHER ASSOCIATED TRADES.

E. THE OWNER SHALL REMOVE, PRIOR TO CONSTRUCTION, ALL ITEMS THAT THE OWNER DESIRES TO
SALVAGE. ALL REMAINING ITEMS INDICATED TO BE DEMOLISHED SHALL BE REMOVED BY THE CONTRACTOR
AND LEGALLY DISPOSED OF IN ACCORDANCE WITH THE PROJECT SPECIFICATIONS.

F. CONTRACTOR SHALL COORDINATE ALL DEMOLITION WITH THE ENTIRE SET OF CONTRACT DOCUMENTS
FOR FULL SCOPE OF DEMOLITION WORK REQUIRED FOR THE PROJECT.

G. EXISTING CONDITIONS SHOWN ON THE DRAWINGS ARE NOT GUARANTEED TO BE COMPLETE. THE
CONTRACTOR SHALL VERIFY ALL EXISTING CONDITIONS, DIMENSIONS, AND MATERIALS REQUIRED FOR THE
CONTRACTED WORK. REPORT ALL DISCREPANCIES TO ARCHITECT PRIOR TO FABRICATION, ERECTION,
AND/OR INSTALLATION.

H. COORDINATE ALL NEW PENETRATIONS AND/OR OPENINGS WITH OTHER ASSOCIATED TRADES.

l. CONTRACTOR SHALL PROVIDE DUST PROOF BARRICADES & VESTIBULE WITH DUST REMOVING WALK
OFF MAT (TACKY MAT) TO SEPARATE SCOPE OF WORK FROM OCCUPIED AREAS.

J. CONTRACTOR SHALL PROVIDE HEPA FILTERED NEGATIVE AIR MACHINE(S) TO MAINTAIN NEGATIVE
PRESSURE TO SCOPE OF WORK AREA ENSURING NO DUST WILL BE TRANSFERRED TO OCCUPIED AREAS.
PROVIDE VISUAL PRESSURE MONITORING DEVICE AT DUST PROOF BARRICADE TO CONFIRM PRESSURE.
DUST MONITORING SHALL BE BY OWNER. SEE SPECIFICATION 01 01 10 INFECTION CONTROL RISK
ASSESSMENT.

K. ALL DEMOLITION WORK BEING DONE OUTSIDE TEMPORARY PARTITIONS IS TO BE APPROPRIATELY
SEALED OFF TO PREVENT THE TRANSMISSION OF DUST AND DEBRIS AND MINIMIZE DISRUPTION TO
VISITORS, RESIDENTS, AND STAFF. COORDINATED LOCATION OF BARRIERS WITH THE OWNER.

L. THE HOSPITAL'S SMOKE AND FIRE SUPPRESSION SYSTEM SHALL REMAIN IN OPERATION WITHIN THE
SCOPE OF WORK DURING THE ENTIRE CONSTRUCTION PHASE.

M.  FIELD VERIFY LOCATIONS OF ALL EXISTING WALLS. REPORT ANY DISCREPANCIES TO FIELD COR.

N. SOME ITEMS MAY BE INDICATED IN THE DEMOLITION DRAWINGS AND DEMOLITION NOTES WHICH ARE
NOT NECESSARILY DEMOLITION WORK, BUT ARE INCLUDED TO DESCRIBE THE OVERALL SCOPE OF THE
PROJECT AND AID IN THE DEMOLITION COORDINATION. THE CONTRACTOR IS RESPONSIBLE FOR ALL WORK
REQUIRED TO COMPLETE THE WORK OF THE OVERALL PROJECT.

0. FLOORING DEMOLITION INCLUDES THE REMOVAL OF EXISTING FLOOR FINISHES, INCLUDING VCT,
SHEET VINYL, CERAMIC TILE, QUARRY TILE, CARPET AND OTHER FINISHES, GROUTS, MASTICS, AND SETTING
BEDS COMPLETE TO EXISTING CONCRETE FLOOR SLAB OR OTHER SUBSTRATE READY FOR NEW FLOOR
FINISHES. CONCEALED MULTIPLE FLOOR FINISHES MAY BE PRESENT IN SEVERAL LOCATIONS. FLOOR
PREPARATION SHALL BE BY THE INSTALLING CONTRACTOR.

P. REMOVE PARTITIONS INDICATED TO THE UNDERSIDE OF THE STRUCTURE ABOVE.

Q. DEMOLITION OF CEILINGS INCLUDES GRID, TILE, SUPPORTS, SOFFITS AND RELATED ITEMS AS ANY
CEILING MOUNTED ELECTRICAL AND MECHANICAL FIXTURES AND SUPPORTS CONTAINED WITHIN.

R. PLUG ABANDONED FLOOR OPENINGS WITH NEW CONCRETE. PLUG SHALL MATCH EXISTING SLAB
DEPTH AND SHALL BE STRUCTURALLY SOUND TO CARRY FLOOR LOAD OF 100 LBS/SF UNLESS NOTED
OTHERWISE. SEE ALSO DRAWING 1-81.

S. ALL FIRE RATED ASSEMBLIES (COLUMNS, SHAFTS, WALLS, ETC.) SHALL BE MAINTAINED OR BE
RELOCATED/PATECHED. MATCH EXISTING FIRE RATING UNLESS NOTED OTHERWISE.

T. WHERE NEW DOORS ARE INDICATED, CUT OPENINGS IN EXISTING WALL. PREPARE OPENINGS FOR
NEW DOOR. PATCH ADJACENT WALLS TO MATCH EXISTING. PROVIDE LINTELS AS REQUIRED FOR NEW
OPENINGS.

u. AFTER REMOVAL OF EXISTING PARTITIONS, CONTRACTOR SHALL PROVIDE CEMENTITIOUS INFILL AND
FLOOR LEVELER TO PREPARE FLOOR SURFACE FOR NEW FINISHES. SEE DETAIL NUMBER 2 ON THIS SHEET.

V. ADDITIONAL TEMPORARY PARTITIONS MAY BE REQUIRED DUE TO SEQUENCING OF WORK.
CONTRACTOR SHALL DETERMINE LOCATION AND QUANTITY OF ALL TEMPORARY PARTITIONS IN
ACCORDANCE WITH ICRA AND VA REQUIREMENTS PRIOR TO SUBMITTAL OF BID.

W.  SEE MECHANICAL DRAWINGS FOR PLUMBING, HVAC AND FIRE PROTECTION DEMOLITION. SEE
ELECTRICAL DRAWINGS FOR ALL POWER AND LIGHTING DEMOLITION.

X. DEBRIS REMOVAL SHALL NOT INTERFERE WITH OWNER'S OPERATIONS AND SHALL OCCUR DURING OFF
HOURS AS DETERMINED BY COR.

Y.  ALL NOISE GENERATING OPERATIONS, INCLUDING CUTTING OF CEILINGS, WALLS AND FLOOR, CORING,
DRILLING, ETC. SHALL BE SCHEDULED IN ACCORDANCE WITH THE PROJECT SPECIFICATIONS (SECTION 01 00
00).

Z. REMOVE ALL PNEUMATIC TUBE STATIONS AND ASSOCIATED PIPING IN ITS ENTIRETY WITHIN THE
PROJECT AREA.

AA. SEE ASBESTOS ABATEMENT DRAWINGS FOR ASBESTOS RELATED WORK.

Partial Basement Floor Demolition Notes and Details
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DEMOLITION PLAN LEGEND:

PROJECT
SCOPE

PROTECT EXISTING ELECTRICAL CHASE DURING ALL REMOVE PORTION OF WALL AS REQUIRED FOR NEW OPENING.

CONSTRUCTION PHASES.

REMOVE EXISTING FLOOR FINISH AND BASE FROM
ENTIRE ROOM TO TOP OF STRUCTURAL SLAB OR
SUBFLOOR AS REQUIRED FOR NEW CONSTRUCTION.
PATCH AND LEVEL EXISTING FLOOR TO RECEIVE NEW
FLOOR FINISH AS SCHEDULED. LEVEL PER NEW
FLOOR FINISH MANUFACTURER'S RECOMMENDATIONS.
PATCH EXISTING WALL AS REQUIRED TO RECEIVE
NEW WALL BASE AS SCHEDULED.

NOTES: 1. SEE MECHANICAL DRAWINGS FOR PLUMBING,

HVAC AND FIRE PROTECTION DEMOLITION.

2. SEE ELECTRICAL DRAWINGS FOR POWER, ! N
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